





SCHEDULE FM Approvals

to Type Examination Certificate No. FMOSATEX0040X

AMlabVcSde-T. Valve Position Monitor.
113G ExnAnCIlICT5Ta=-40'Cto70°C; IP67

a = Function: 33, 44, 92, 93, 94, 95, 96 or 97

b = Solenoid: 11, 1A, 2A, 3A, 4A, 5A, 6A, 1B, 2B, 3B, 4B, 5B, 6B, 1D, 2D, 3D, 4D, 5D, 6D, 1E, 2E, 3E,
4E, 5E, 6E, 1H, 2H, 3H, 4H, 5H or 6H

¢ = Junction: 02, 05, 10, 11, 13, 15, 17, 18, 19, 20 or 21

d = Visual Indication: X, G, R, 1or2

e = Branding: A, M, NorL

f = Options: 1-5 alpha or numeric digits including “T” for special and marketing identification.

14  Special Conditions for Safe Use:

1. On installation the AMI Series Valve Position Monitor shall be provided with supply transient
protection external to the apparatus such that the voltage at the supply terminals of the AMI Series
Valve Position Monitor does not exceed 140% of the voltage rating of the equipment.

2. The plastic cover of the apparatus may constitute an electrostatic hazard. Clean only with a damp
cloth.
15  Essential Health and Safety Requirements:

The relevant EHSRs that have not been addressed by the standards listed in this certificate have been
identified and assessed in the confidential report identified in item 8.

16  Test and Assessment Procedure and Conditions:

This Type Examination Certificate is the result of testing of a sample of the product submitted, in
accordance with the provisions of the relevant specific standard(s), and assessment of supporting
documentation. It does not imply an assessment of the whole production.

Whilst this certificate may be used in support of a manufacturer's claim for CE Marking, FM Approvals
Ltd accepts no responsibility for the compliance of the equipment against all applicable Directives in all
applications.

This Certificate has been issued in accordance with FM Approvals Ltd's ATEX Certification Scheme.

17 Approved Drawings

Drawing No: Revision Title / Description

000122 A CRITICAL DOCUMENTS, AXIOM AMI
000139 A MODEL DESIGNATIONS, AXIOM AMI
105155 B INSTALLATION GUIDE, 33 MODULE
105157 B INSTALLATION GUIDE, 44 MODULE
105158 B INSTALLATION GUIDE, 92 MODULE
105159 B INSTALLATION GUIDE, 93 MODULE
105160 B INSTALLATION GUIDE, 94 MODULE
105161 | B INSTALLATION GUIDE, 95 MODULE
105162 | B INSTALLATION GUIDE, 96 MODULE
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Drawing No: Revision Title / Description

105163 B INSTALLATION GUIDE, 97 MODULE
105169 Cc ELECTRICAL INFORMATION, AXIOM AMI
105170 A ENCLOSURE INFORMATION, AXIOM AMI
105255 A INSTALLATION ADDENDUM

105257 A PRODUCT MARKING, AXIOM AMI
200038 F PCB SCHEMATIC, 92 MODULE

200043 D PCB SCHEMATIC, 93 MODULE MOTHER
200044 F PCB SCHEMATIC, 93 MODULE CPU/MAU
200049 E PCB SCHEMATIC, 95 MODULE

200051 H PCB SCHEMATIC, 96 & 97 MODULE
200054 C PCB SCHEMATIC, 94 MODULE MOTHER
200062 c PCB SCHEMATIC, IS SOLENOID

200085 C PCB SCHEMATIC, SENSOR

200086 F PCB SCHEMATIC, 33 MODULE

200093 D PCB SCHEMATIC, 44 MODULE

200100 C PCB SCHEMATIC, 95 INTERFACE
200103 A PCB SCHEMATIC, 33 MODULE

200104 A PCB SCHEMATIC, UNIVERSAL DRIVER
414720 B TERMINAL BLOCK

414724 B TERMINAL BLOCK

418056 E PCB, DEVICENET UNPOPULATED
418072 c PCB, FF, 93 UNPOPULATED

418074 Cc PCB, FF, 93 & 94 CPU/MAU, UNPOPULATED
418075 H PCB, FF, 93 & 94 CPU/MAU, POPULATED
418089 D PCB, MODBUS UNPOPULATED

418102 H PCB, AS-l UNPOPULATED

418120 C PCB, FF, 94 UNPOPULATED

418203 B PCB, IS, SOLENOID UNPOPULATED
418204 B PCB, IS, SOLENOID POPULATED
418206 C PCB, SENSOR UNPOPULATED

418207 C PCB, SENSOR POPULATED

418208 G CB, 33 UNPOPULATED

418209 Ik PCB, 33 POPULATED

418215 D PCB, 44 UNPOPULATED

418216 F PCB, 44 POPULATED

418219 C PCB, BUS INTERFACE UNPOPULATED
418220 C PCB, BUS INTERFACE POPULATED
418223 D PCB, SWITCH PAD

418226 B PCB, 33, DUAL SOLENOID UNPOPULATED
418227 E | PCB, 33, DUAL SOLENOID POPULATED
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418228 B PCB, DUAL SOLENOID, DRIVER POPULATED
418229 D PCB, DUAL SOLENOID, DRIVER UNPOPULATED
418284 C PCB, 96-97 POPULATED

418285 C PCB, 82 POPULATED

418286 B PCB, 95, POPULATED

418287 C PCB, 93, POPULATED

418288 B PCB, 94, POPULATED

418289 B PCB, 97, POPULATED

418299 A PCB, IS SOLENOID UNPOPULATED
418300 B PCB, IS SOLENOID POPULATED
432029 A ENCAPSULANT

443014 B SOLENOQID

443022 Cc SOLENOID

443023 C SOLENOQID

443026 C SOLENOQID

443027 C SOLENOQID

443030 C SOLENOQID

443032 A SOLENOID

443035 A SOLENOQID

443036 A SOLENOID
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